OHA - Drinking Water Services — Turbidity Monitoring Report Form County: O‘) UG-~
Cartridge or Bag Filtration

System Name: /), ) THE Rvkn (CoLF + m/ /(1?5047' ID #41: 717/? Z‘}WTP': Month/Year: ZA”/ 022
o - Daily Turbidit Highest Reading of
DAY | PSLBEfore | pgafier Fiter | PSID %Shgg\éh,?,’l’tet‘r’ %erx\'aleiJrig ! th[eN%)]:
1 A G2 2. 20 )N 009
2 62 60 2 2.0 019 1019
3 57 65 2 40 019 ,019
4 sz 3= 2 10 -Oﬁf D)
5 £2 LO 2 210 019 /0)7
6 82 &6 5 2D 019 019
7 82 460 2 10 O 019
8 Ll 60 2. 2.0 017 09
9 g2 6O y 10 019 019
10 62 60 7 2.0 09 .07
11 2z 60 z_ 70 D19 0]
12 61 6O 7 Y 019 »0)9
13 &2 (’D 7 1.0 IOIC;7 Q! 0/
14 62 60 2 20 D17 .01 7
15 42 60 2 2.2 019 . 0)9
16 82 60 7 2.0 019 Xk
17 &e L0 2 Zo 019 019
18 xs 60 7 2,0 019 019
19 A= 40 7, 20 L0119 019
20 Bl 60 < 2,0 019 i
21 £ 50 2 2.0 019 019
22 ARl 60 Z 2,0 D19 019
23 x> 40 2 2.0 019 .09
24 EZ 60 2 0O . 919 o1
25 £ Ao 2 20 , 019 L0l
26 A 60 2 20 019 . 019
27 vy 5O 2 20 ¥ Vi
28 &2 &0 2 2O 017 0)7
29
30 '
31
Cartridge Filtration Monthly Summary (Answer Yes or No)
95% of daily turbidity readings < 1 NTU? ¢ Yes LNo CTsmeteveryday? (see | o) g, residual ?ﬁ% point = 0.2 mg/i?
Al daily turbidity readings < 5 NTU? Yes [ No Yes / No es. No

Notes: PSI = pounds per square inch . = )
PSID = pounds per square inch difference PRINTED NAME: 5; EJ/E :)‘01/"'/&/5{

(before filter = after filter) /
PSID When to Change Filter = Manpfactuer's SIGNATURE: %;/—— DATE: 3 /x Aou_
recommendation; may e(@lo OE l@nﬁt’l : 7 7
manufacturer's s iod's wheh to' c g
the filter, at what s
MAR.1.0 2022
Data Mgmt & Compliance

| mYPHY PH [~ =t
Including continuous tarbidity ?zgta. f appllcagg. ?éf'optimization recording purposes. Compliance values in “Daily Turbidity
Reading” Column’may not correspond to continuous readings' maximum.
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OHA - Drinking Water Program — Surface Water Quality Data Form
System Name: (Dx) Tl e [Qusf (oLF K|/ 1D #41: f? 1/72/5? WTP-:  Month/Year: 7_

—— Y Sl
[ppm ormg/L] | [minutes] CXT [°C] Use tables Yes /No [GPM]
1792 YA 53 348 | /¢ | 25| 29 YesS 30
219p] L s3 | 3981 46 |75 | 2] Yes 30
3/ b S8 | 349281 /6 |25 | 29 Yis 30
4192 ¢ 52 | 348 | /b [21S| 29 e 30
5/ % b 58 | 3Ye | /6 [ 25| =29 s 30
6/, b 65 | 342 /L 125 | 279 Yes 30
N 58 | 3481 14 25| 29 5 30
8/ 9y Lo 58 1345 ) /6 |25 | 27 (s 3
9/ 9 b 53 | 3951 /6 1725 =29 Yes 20
10/94 b 3 | 345] (6 |75 | 21 Y3 30
1119 b 58 24801 16 |25 27 Yes 30
12194 4 <d | 318 | 1L 725 ] 27 Yes D
1394 L s8 | 395 | J7 [ 251 24 Ys 30
14194 ¢ g8 | 348 4L 1251 29 Yes 30
15/ 42 b sB 1 3481 1L 1251 217 Yes 30
16 /%4 0 58 | 3481 J6 1251 29 Y 30
1719 b 58 | 481 b 1751 29 des | O
18 /94 e | 588 V34| (7 |79 1 29 | Yes 3
19/94 A sB8 | 3481 1] [ 251 24 Yes 3O
20 /94 ;i s | 348 | b 125 29 s 3L
2119 b s38 | 48 | 17 | 2371 28 Y 5 30
22194 . cp | 48 | 1] | 25) 29 45 30
28/ ¢ 58 | 348 | |7 | 2971 29 YEs 30
24194) . s 1 348 | 6 729 29 | "es 30
251 .6 56 | 246 | )7 | 7] 29 s 30
26090 .6 58 1298 7 |25 ) 29 Y5 20
21190 b g8 ) 398) 17 | 281 29 Ypes 20
281940 .6 5B 1342117 175 | 29 YEs 30
29/
30/
31/
: If Clzat entry point < 0.2 mg/l, OR CT not met, notify DWS within 24 hours. Revised October 2013
Download form at: ic.health.oreqon.gov/HealthyEn {Dri Water/Monitoring/Documents/turb-cartridae.pdf

PAGE 2 of 2



